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PIPE. EXTENSIONS SHALL BE ONE CONTINUOUS PIECE.

FOR BLOWOFF INSTALLATION, REFER TO DRAWING NO. 98.

CONCRETE COLLAR NOT REQUIRED WHEN VALVE BOX IS LOCATED IN
CONCRETE SIDEWALK AREA.
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NOTES:
1. VALVE BOX AND LID SHALL BE CHRISTY NO. G5 OR EQUAL.
2. ALL UDS SHALL HAVE MACHINED SEATING SURFACES.
3. EXTENSIONS SHALL BE C900 PVC WATER PIPE OR SDR 35 PVC SEWER
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